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Site Condition 
ROADWAYS (DRIVES) 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1    
Paving and base exhibit no damage or defect; clear markings, of 
suitable material quality and design for installation.  Routine 

2     Worn but functional; minor paving/surface cracking.  Preventative 

3    
Much paving / surface cracking and separation, water ponding, 
substandard design or unsuitable.  Restoration/ Repairs 

4     Damaged or deficient beyond repair.  Replacement 
Comments: 

PARKING 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1    
No damage or defect; clear markings; of suitable material quality and 
design for installation.  Routine 

2     Worn but functional; minor paving/surface cracking,    Preventative 

3    
Much surface cracking and separation, water ponding, substandard 
design or unsuitable.   Restoration/ Repairs 

4     Damaged or deficient beyond repair.  Replacement 
Comments: 
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PEDESTRIAN PAVING 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1    
No damage or defect, clear markings, of suitable material quality and 
design for installation.  Routine 

2     Worn but functional, minor paving/surface cracking,    Preventative 

3    
Much surface cracking and separation, water ponding, substandard 
design or unsuitable.   Restoration/ Repairs 

4     Damaged or deficient beyond repair.  Replacement 
Comments: 

LANDSCAPING 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1    
No damage or defect, of suitable material quality and design for 
installation, well irrigated, with water conservation devices.  Routine 

2    
Landscaping healthy, but requiring trimming and maintenance, some 
irrigation.  Preventative 

3     Landscaping requires restoration/repair but not replacement.  Restoration/ Repairs 

4     Landscaping damaged beyond repair.  Replacement 
Comments: 
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SITE WATER SUPPLY & DISTRIBUTION 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency;  system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 

SITE SANITARY SEWER SYSTEMS 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency; system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 
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SITE STORM SEWER SYSTEMS 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency;  system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 

SITE HEATING DISTRIBUTION 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency;  system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 
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SITE COOLING DISTRIBUTION 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency;  system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 

SITE FUEL DISTRIBUTION 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency;  system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 
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SITE ELECTRICAL DISTRIBUTION 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency;  system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 

SITE EXTERIOR LIGHTING 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency;  system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 
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SITE EXTERIOR COMMUNICATIONS & SECURITY 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Fully operational without deficiency;  system has adequate capacity.  Routine 

2    
Components functional, capacity marginal or unknown; parts/service 
readily available.  Preventative 

3     Equipment operating poorly, hard to find parts, substandard design.  Restoration/ Repairs 

4    
System is non‐functional or of limited operation, severely deficient 
beyond repair.  Replacement 

Comments: 

SERVICE TUNNELS 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1    
No settlement, cracking (other than cosmetic hairline) or ground 
water intrusion.  Routine 

2     Minor floor or foundation cracking; concrete finish worn but stable.  Preventative 

3    
Foundation cracking/spalling; exposed steel reinforcing or moisture 
intrusion evident.  Restoration/ Repairs 

4    
Structure/slab settlement; water intrusion evident; structurally 
deficient.  Replacement 

Comments: 
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SITE DEVELOPMENT (PLAYGROUNDS, PLAYFIELDS AND PLAY STRUCTURES)

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1     Surfaces and equipment exhibit no/little damage or wear.  Routine 

2     Surfaces and/or equipment are worn and require some small repairs.  Preventative 

3    
Surfaces and/or equipment are damaged and require restoration 
type repairs.  Restoration/ Repairs 

4     Surfaces and/or equipment  are damaged beyond repair.  Replacement 
Comments: 

SITE CIRCULATION 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1    
Site has multiple well defined entrances and exits with excellent 
traffic flow and separation of traffic functions.   Routine 

2    
Site has well defined entrances and exits and good traffic flow 
requiring some management to maintain.   Preventative 

3    

Site entrances and exits are few and congested. Poor separation of 
functions. Requires considerable staff management to maintain flow. 
Traffic substantially congested during peak morning and afternoon 
periods.   Restoration/ Repairs 

4    
Pedestrian and vehicular circulation congested with no separation of 
functions.   Replacement 

Comments: 
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SITE CONNECTIVITY 

Score 
% of 

System  Scoring Criteria 
Maintenance 

Criteria 

0     This system does not exist at this site.  N/A 

1    

Site has direct high speed broadband connection to district 
headquarters as well as between campus buildings. School has 
accessible central servers providing direct internet and intranet 
connection to all teaching spaces. Campus has good wireless 
network coverage.  Routine 

2    

Site has connection to school district headquarters by phone or cable 
and wired connection between buildings. (CAT 5 or better) Wireless 
access available in some locations.  Preventative 

3    
Site has only dial up connection to district headquarters and 
between buildings.  Restoration/ Repairs 

4    
Site lacking direct connection to district headquarters, with obsolete 
campus servers and lacking distribution to most areas of the campus.  Replacement 

Comments: 
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Time/Effort Spent:  

Please give us feedback about the time and effort required to gather the information requested 

in the 'Physical Condition' questions. 


